
 
 
 
 

Heriot-Watt University 
Research Gateway 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 

 

Breakdown Process Experiments of Cap-and-Pin Insulators and
their EMT Leader-Progression Model Implementation

Citation for published version:
Koehler, F, Swingler, J & Peesapati, V 2018, 'Breakdown Process Experiments of Cap-and-Pin Insulators
and their EMT Leader-Progression Model Implementation', IET Generation, Transmission and Distribution,
vol. 12, no. 2, pp. 448–454. https://doi.org/10.1049/iet-gtd.2017.0916

Digital Object Identifier (DOI):
10.1049/iet-gtd.2017.0916

Link:
Link to publication record in Heriot-Watt Research Portal

Document Version:
Peer reviewed version

Published In:
IET Generation, Transmission and Distribution

Publisher Rights Statement:
This paper is a postprint of a paper submitted to and accepted for publication in IET Generation, Transmission &
Distribution and is subject to Institution of Engineering and Technology Copyright. The copy of record is
available at the IET Digital Library at DOI: 10.1049/iet-gtd.2017.0916

General rights
Copyright for the publications made accessible via Heriot-Watt Research Portal is retained by the author(s) and /
or other copyright owners and it is a condition of accessing these publications that users recognise and abide by
the legal requirements associated with these rights.

Take down policy
Heriot-Watt University has made every reasonable effort to ensure that the content in Heriot-Watt Research
Portal complies with UK legislation. If you believe that the public display of this file breaches copyright please
contact open.access@hw.ac.uk providing details, and we will remove access to the work immediately and
investigate your claim.

Download date: 23. May. 2023

https://doi.org/10.1049/iet-gtd.2017.0916
https://doi.org/10.1049/iet-gtd.2017.0916
https://researchportal.hw.ac.uk/en/publications/25f9c18e-3480-4d0c-8b77-1aabce9b0cc9


1 

 

Breakdown Process Experiments of Cap-and-Pin Insulators and their EMT 
Leader-Progression Model Implementation 

F. Koehler 1*
, J. Swingler 1

, V. Peesapati 2 

 
1 
School of Engineering & Physical Sciences, Heriot-Watt University, Edinburgh, EH14 4AS, UK 

2 
University of Manchester, Manchester, M13 9PL, UK 

*
fmk1@hw.ac.uk 

 

 

Abstract: In this paper, breakdown tests of cap-and-pin glass insulators with arcing horns, conducted at two different HV 
Labs, are presented. Since only volt-time curves are measured, a curve-fitting approach to determine leader-progression-
model parameters is taken, which involves modelling of the impulse generator in detail and inclusion of the Motoyama 
model to simulate the breakdown. Furthermore a comparison of the breakdown simulation results with LPM parameters 
for an air gap electrode arrangement and the measurements is accomplished. Finally a curve-fitting procedure is developed 
to fit the resulting volt-time-curves from simulations to the measurements. 
 

1. Introduction 

The assessment of the lightning performance of a 

transmission line nowadays is often performed utilizing 

EMT simulations. One of the most important models in such 

simulations is the flashover model of the insulator, because 

it has a major impact on the simulation results [1] and 

evaluation of the line flashover rate respectively. There exist 

several models in the literature, such as voltage-threshold-

models [2], voltage-time curve models [3], disruptive effect-

method [4], [5] and leader-progression models (LPM) [6]–

[10] to simulate the flashover behaviour, but all lack an 

universal application due to their derivation. In recent time, 

the application of LPMs became more common, since 

CIGRE [11]–[13] and IEEE [3] recommend its usage due to 

the LPMs general application for air gaps and good 

agreement with measurements and IEC [14] recommends its 

usage for long air gaps only. Furthermore in [10] a LPM for 

short air gaps and transmission line arresters with air gaps 

(TLA) is described, which shows good agreement with the 

measured volt-time curves. Although the older LPM model 

by Pigini [7], mentioned in both CIGRE [11]–[13] and IEC 

[14] is still in use, the newer LPM model by Motoyama [6] 

has become popular in the last decade [1], [15]–[20] due to 

its independence of the 50% flashover voltage 𝑉50 , 

eliminating the probability element and the inclusion of the 

pre-discharge current into the model equivalent circuit. 

However, as pointed out in [17], most LPMs are based on 

measured breakdown data of air gaps, rather than practical 

insulator arrangements. Therefore in [17] the flashover 

behaviour of porcelain and composite insulators without 

arcing horns is investigated and the Motoyama LPM 

adapted to fit the results.  

Since these investigations show, that the model 

parameters are unique for each type of insulator or gap 

arrangement, the conclusion can be drawn that in case of the 

investigating a whole line route, it may be beneficial to test 

a full set of insulator and arcing horns in the laboratory and 

tune the model’s parameters to fit to laboratory tests to 

improve the evaluation of the lightning performance of this 

line. For transmission system operators, which deploy the 

same type of insulator-arcing horn set, e.g. glass or 

porcelain insulators with a varying number of discs, 

furthermore breakdown test of a range of insulators disc 

arrangements of the same type may be used for a scalable 

flashover model.  

As reported in [6], [7], [17] short-tail waveshapes, as 

encountered during a lightning strike at the insulator, lead to 

a higher voltage withstand capability than the 1.2/50 µs 

standard waveshape. However, for most impulse generators, 

resistor kits are only available for standard waveshapes, 

such as 250/2500 µs for switching and 1.2/50 µs for 

lightning impulse, which restrict testing to these waveshapes. 

Nevertheless, in [6] it is reported, that obtained LPM 

parameters from short-tail impulses also fit the breakdown 

characteristics of standard lightning impulses. This leads to 

the conclusion that LPM parameters obtained with a 

1.2/50 µs waveshape represent a worst-case for the 

breakdown behaviour of the tested insulator/ arcing horn 

arrangement, which adds a safety margin in the assessment 

of the lightning performance. 

Therefore in this paper the work of determining a 

scalable LPM model based on [6], [17], [18] and the above 

discussion is presented for cap-and-pin insulators with 

arcing horns as a string arrangement not investigated up to 

now in the literature. Overall the work comprises the 

following: 

 An implementation of the flashover model and 

laboratory impulse generator model alongside the 

flashover model’s verification in an EMT software, 

 conduction of laboratory tests with a 1.2/50 µs 

waveshape on a cap-and-pin glass insulator string with 

arcing horns with a various number of discs to 

determine the 50% flashover voltage and volt-time (V-t) 

curves, 

 comparison of V-t-curves with generated V-t-curves 

using standard parameters available in the literature, 

 adjustment of the LPM’s parameters to fit the measured 

V-t-curves 

 

2. Laboratory Breakdown Tests of Insulator-
Arcing Horn Sets 

To provide the data basis for the LPM parameter 

adjustments, breakdown tests on a cap-and-pin insulator 

with arcing horns are performed 

mailto:fmk1@hw.ac.uk
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2.1. Test Setup 
Tests are performed at the HWU HV Lab with a 

Ferranti 8-stage 800 kV impulse generator with a 1.2/50 µs 

waveform applied at the bottom part of the string as 

depicted in Fig. 1 (right). The maximum number of discs to 

be tested is limited to 9 discs due to the generators 

efficiency of 95% at this waveform and limited clearance to 

ground due to the fixed position of the pole arm. Therefore 

tests are furthermore conducted at the University of 

Manchester High Voltage Lab, which features a Haefely 10-

stage 2000 kV impulse generator with the same waveform. 

There, the voltage was applied at the top of the string as 

shown in Fig. 1(a) (left). Due to efficiency limits, the 

maximum number of discs is limited to 14 in this case. The 

cap-and-pin insulator string with arcing horns is of 

suspension type, where each cap-and-pin disc is of 250 mm 

diameter with an approximate creepage distance of 400 mm. 

 

                           
 

(a) Arrangement of srings 

 

                     
 

(b) Arcing horn breakdown 

 

Fig. 1.  Cap-and-pin insulator string and arcing horn set, 

left: arrangement at UoM, right: arrangement at HWU 

 

2.2. 50% Flashover Voltage Measurement Results 
First, the 50% flashover voltage for both positive and 

negative polarity is determined with the up-and-down 

method according to BS EN 60060-1 [21] until 10 or more 

flashovers occurred at 20°C and 1013 hPa for each setup. A 

summary of insulator test setups is provided in Table 1 

alongside with pictures of the flashover tests in Fig. 1(b). 

Table 1  Test setup scenarios 
Voltage Application Point No. of Discs Arc Gap (m) 

Bottom 5 0.43 

Bottom 6 0.57 

Bottom 7 0.71 

Bottom 8 0.85 

Bottom 9 0.99 

Top 9 0.99 

Top 10 1.13 

Top 12 1.27 

Top 14 1.41 

 

The recorded and processed results of the 

determination of 50% flashover voltages are summarized in 

Fig. 2 and Table II. Both the positive and negative 50% 

flashover results for increasing number of discs show a 

linear behavior, whereas the difference between positive and 

negative 50% flashover voltage is slightly increasing with 

the number of discs in a string. For the 9 disc measurements, 

conducted both at HWU and UoM, a noticeable difference 

in the results exists, which is attributed to the different 

laboratory setups as well as the point of voltage application. 

As encountered during the tests, the reproducibility of 

negative 50% flashover results is not always constant, as 

seen in the coefficient of variation 𝜎/𝜇 in Table 2, but in 

general smaller than in [17]. 

 
Fig. 2.  Summary of 50% flashover results with up-and-

down method 

 

Table 2  50% flashover results 
No. of Discs V50%+ (kV) 𝜎/𝜇 + V50%- (kV) 𝜎/𝜇 − 

5 288 0.0155595976 323 0.0292088258 

6 336 0.0165733388 417 0.0136825789 

7 401 0.0110867121 497 0.0205089539 

8 479 0.0109091722 562 0.0295635873 

9 557 0.0133032002 607 0.010090374 

9 590 0.014775929 660 0.02105403 

10 671 0.007328808 768 0.016273834 

12 816 0.006730092 910 0.007553018 

14 961 0.010041409 1080 0.00797633 

 

2.3. Volt-Time-Curve Measurement Results 
Starting from the 50% flashover voltage value, the 

voltage is increased with each flashover and the time from 

start to breakdown measured to produce voltage-time curves 

for the various test setup in Table I, to the procedure 

described in [7]. For the determination of the maximum 

voltage at breakdown, a 𝑑𝑉/𝑑𝑡 -criterion is utilized, as 

plotted for one of the samples in Fig. 3.  

A summary of the processed results for both negative 

and positive polarity is depicted in Fig. 4(a) and Fig. 4(b), 

where a regression analysis is made for each series of 
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measurements and a power function used to fit the 

measurement samples. 

The summary of both negative and positive V-t-

curves in dependency of insulator discs shows a pronounced 

linear behaviour, as the offset of each curve increases 

approximately equidistant with the number of discs. 

However, there exists also a remarkably difference in the 9 

disc measurements for HWU und UoM results, as already 

noted in the determination of the 50% flashover voltage. 

This stems from the different test setups, distribution of 

parasitic capacitances and application direction of voltage 

and measurement systems. 

 
Fig. 3  Sample plot of breakdown measurement, voltage 

(blue), dVdt (red dashed), tstart (red line), Vmax (black line), 

tbreakdown (green line) 

 

 
(a) Negative 1.2/50 µs waveshape 

 
(b) Positive 1.2/50 µs waveshape 

Fig. 4  Summary of voltage-time curves 

 

3. Software Model of the Test Circuit 

3.1. Model of Impulse Generator 
As outlined in the introduction, first a software 

implementation of the impulse generator alongside its 

verification with measurements needs to be performed. In 

Fig. 5(a) and Fig. 5(b) the electric circuit of the 800 kV 8-

stage impulse generator at HWU and 2000 kV 10-stage 

impulse generator at UoM are illustrated. Element values 

have either been taken from the manufacturers manual, 

measurements, analytical calculations and approximations, 

such as set out in [21]–[23].  

 

Rf,Lf

Rc

Ci

Rt,Lt

Cd

Ld

CM

VDC

0-100 kV

Ri

LHVRf2

RdStage 8

Lf2

Ri = 538 kΩ 

Ci = 0.36 µF

Rc = 77.2 kΩ

Rf = 120/4 Ω

Rt = 200 Ω 

Rf2 = 700 Ω

Rd= 119 Ω

Cd = 400 pF

CM = 0.9 µF

Lf = 1.5 µH/4

Lt = 0.26 µH

Lf2 = 7.7 µH

Ld = 0.74 µH

LHV = 16 µH

Stage 1

 
 

(a) 800 kV 8 stage impulse generator at HWU 

Rf

Ci

Rt

Cd

Ld

VDC

0-200 kV

Ri

LHV LDL

Ri = 500 kΩ  

Ci = 1.5 µF 

Rc = 500 kΩ 

Rf = 46 Ω

Rt =  92 Ω

Rp = 2 MΩ

Rd = 400 Ω

Cd = 525 pF

LDL = 15.33 µH

Ld = 2.68 µH

LHV = 20.0 µH

 

Ci

Rf

10 stages Rd

 
(b) 2000 kV 10 stage impulse generator at UoM 

Fig. 5  Equivalent circuits for impulse generators 

 

The impulse generator circuit then is implemented in 

PSCAD/EMTDC and the software implementation voltage 

output at the HV side compared to various recorded shots as 

summarized in Fig. 6(a) and Fig. 6(b).  
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(a) 800 kV impulse generator at HWU 

 
(b) 2000 kV impulse generator at UoM 

Fig. 6 Comparison of impulse generator software model and 

measurement 

 

In general, the comparison shows a good match 

between simulation and measurement. However, the 

overlaying oscillation on the 1.2/50 µs waveform, seen in 

the measurements, stemming from the LV measurement 

circuit and recalculation to the HV side of the impulse 

generator voltage divider is not included in the simulations.  

 

3.2. Leader-Progression-Model 
In general, the leader progression model consists of 

the leader onset and the leader development process, in 

which the onset criterion is represented with a Volt-time 

area criterion in (1), with 𝑇𝑆 , the time, 𝑉(𝑡)  the voltage 

across the air gap and 𝑉𝐴𝑉𝐸  the average voltage across the 

gap. 
 

1

𝑇𝑆
∫ 𝑉(𝑡)

𝑇𝑆

𝑡0
dt > 𝑉𝐴𝑉𝐸  (1) 

 

The average voltage is derived from measurements 

for positive and negative polarity, calculated in (2) with 

variable 𝑘1  and 𝑘2  and 𝐷  the gap length. An excerpt of 

values for these parameters is provided in Table 3. 
 

𝑉+𝐴𝑉𝐸

𝑉−𝐴𝑉𝐸
>

𝑘1+ ∙ 𝐷 + 𝑘2+ (𝑘𝑉)
𝑘1− ∙ 𝐷 + 𝑘2− (𝑘𝑉)

 (2) 

 

 

 

 

 

 

 

 

Table 3  Leader Onset Constants 
 k1 (kV/m) k2 (kV) 

Motoyama [6], positive 

polarity, air gap 
400 50 

Motoyama [6], negative 
polarity, air gap 

460 150 

Wang [17], positive 

polarity, porcelain 

insulator 

430 190 

Wang [17], negative 

polarity, porcelain 

insulator 

490 90 

 

The following leader development process is 

described with the average leader velocity 𝑣  in m/s and 

average leader length 𝑥𝐿 in meter alongside with the linear 

relationship of leader velocity to the pre-discharge current 𝑖 
in Ampere according to [6], [18] in (3) to (5), illustrated in 

Fig. 7 with input values in Table 4: 

 

𝑣 =  {
𝑘11 ∙ [

𝑉(𝑡)

𝐷−2𝑥𝐿
− 𝐸0] 0 ≤ 𝑥𝐿 <

𝐷

4

𝑘12 ∙ [
𝑉(𝑡)

𝐷−2𝑥𝐿
− 𝐸 (𝑥 =

𝐷

4
)] + 𝑣(𝑥 =

𝐷

4
)

𝐷

4
≤ 𝑥𝐿 <

𝐷

2

 
   (3) 

 

𝑥𝐿 = ∫ v 𝑑𝑡   (4) 

 

𝑖 = 2k𝑣   (5) 

v

EE0+E0- E+(x=D/4)E-(x=D/4)

v+(x=D/4)
K12

-K12

K11+
-

K11-

v-(x=D/4)

 
Fig. 7  Relationship between average electric field and 

leader development velocity, adapted from [6] 

 

In case parameters from [17] are used with the 

formulas above, (3) and (5) have to be modified or values 

halved and k12 = k11, because in comparison to [6], the 

leader progression model only includes one leader from an 

electrode, rather than two leaders from opposite electrodes. 

 

Table 4  Leader Progression Constants 

 
E0 

(kV/m) 

k 

(µC/m) 

k11 

(m2/V∙s) 

k12 

(m2/V∙s) 

Motoyama [6], positive 
polarity 

750  410  2.5 0.42 

Ametani [18],  
positive polarity 

𝑉(𝑡0)
/𝐷 

410 3.5 0.4 

Ametani [18],  

negative polarity 
𝑉(𝑡0)
/𝐷 

410 7.0 0.4 

Wang [17], positive 

polarity, porcelain insulator 
580 500 2.9 - 

Wang [17], negative 
polarity, porcelain insulator 

640 500 2.5 - 

4. Comparison of V-t-Curves 

4.1. Selection of Simulation Time-Step 
To compare the V-t-curves of the measurements and 

the simulation model consisting of impulse generator and 

LPM model, the simulation time-step needs to be set. With 

regard to the utilization of the model in lightning 

simulations, the time-step is determined by the shortest line-

model, generally in the range of 1E-9 to 1E-12 seconds for 
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line lengths in the range of 10 m to 1 m. However, during 

the first simulation tests, it is found that the LPM model is 

time-step dependent, as plotted in Fig. 8. For very short 

breakdown times, associated with short high current 

lightning impulses, a discontinuity for a time-step range of 

1E-9 seconds and 1E-10 seconds is present. Additionally, at 

a very small time-step 1E-12 seconds the V-t-curves tend to 

shift upwards due to the lower speed increment in (4). For 

the range of arc-gaps simulated, it is found that the results 

are consistent for time-steps in the range of 5E-11 to 5E-12 

seconds. Therefore a time-step of 5E-11 is chosen for all 

further simulations. 

 
Fig. 8  Time-step dependency of flashover results for 

0.43 cm and 0.57 cm arc gap, HWU impulse generator 

 

4.2. V-t-curve Comparison for Flashover Tests 
In general, the LPM parameters are directly 

determined with measured current and leader velocity, see 

[6], [17]. However, measurements are only available in form 

of breakdown measurements of voltage. Therefore, it is 

decided to conduct a parameter study and determine 

parameters based on the best fit to the V-t-curve 

measurements. 

At first, the parameter set from Motoyama in Table 

III and Table IV is compared to the measured V-t-curves to 

identify the differences for a start point of the parameter 

study. To record both the voltage at breakdown and time to 

breakdown, an implementation of the dV/dt-criterion, 

explained in section II, C is implemented to align the 

evaluation procedure of simulation and measurement. 

In Fig. 9(a) and Fig. 9(b) the V-t-curves resulting 

from simulations with a 2000 kV impulse generator are 

plotted together with the V-t-curve points resulting from the 

experiments. 

 

 

 

 
(a) positive polarity 

 
(b) negative polarity 

Fig. 9  Comparison of voltage-time curves of Cap-and-pin 

insulator string with arcing horns obtained from 

measurements to the LPM simulation with Motoyama 

parameters for air gaps, 2000 kV impulse generator UoM  

 

A comparison of the V-t-curves shows, that the 

Motoyama parameters underestimate the real performance 

of the cap-and-pin glass insulators with arcing horns and 

need to be adjusted. In this respect, a systematic approach to 

determine the influence of each parameter in the LPM on 

the simulated V-t-curve is taken. The result of this approach 

is depicted in Fig. 10, which reveals that each parameter 

features a dominant influence on a property of the V-t-curve, 

and a minor influence on the whole shape of the V-t-curve.  

The velocity parameters 𝐾11  and 𝐾12  shift the V-t-

curve to longer breakdown times in case of decreasing their 

values, but also stretch the curve to longer breakdown times. 

The charge parameter 𝐾0, which mainly determines the pre-

discharge current, decreases the slope of the V-t-curve, but 

also the maximum peak voltage, when it is decreased. 

Parameters 𝑘1  and 𝑘2  shift the curve to lower breakdown 

voltages, but also compress the V-t-curve to lower 

breakdown time values when decreased.  
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(a) Parameters K11 and K12 

B
re

a
k
d

o
w

n
 V

o
lt
a

g
e

 [
k
V

]

Breakdown Time [µs]

K0 ¯

 
(b) Parameter K0 
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(c) Parameter k1 and k2 

Fig. 10 Main influence of LPM parameters on V-t-curve 

 

Furthermore, it is found that there exists a range of 

parameter sets to fit the measured V-t-curve, which demands 

for further criteria for curve fitting. Since the information 

available is limited to the measured voltage and breakdown 

measurements, only the criterion of maximum voltage is 

available. Concluding from the influence of parameter 𝐾0 on 

the peak voltage in the previous paragraph, the maximum 

voltage - breakdown time (Vmax-t) –Curve is utilized in 

addition to the V-t-curve for a parameter fitting of the LPM. 

 

For a first parameter determination, the numbers of 

variables to be adjusted is reduced in setting parameter 

𝐾12 = 𝐾11. A manual adjustment can readily be performed 

in the following steps: 

 Adjust 𝑘1 and 𝑘2 to get an approximate fit for the 

horizontal line of the V-t-curve 

 Adjust 𝐾11 to shift the V-t-curve vertically 

 Adjust 𝐾0 to get a fit for the upper part of the V-t-

curve 

 Iterate above steps until a reasonable fit is achieved 

 
(a) Voltage-time curve positive polarity 

 
(b) Maximum voltage-time curve positive polarity 

 
(c) Voltage-time curve negative polarity 

 
(d) Maximum voltage-time curve negative polarity 

Fig. 11  Comparison of V-t-curve measurements and 

simulation for 2000 kV impulse generator with K12=K11  

K12=K11=0.7 m
2
/V∙s, K0=100 µC/m, 

k1=350 kV/m, k2=190 kV 

 

K12=K11=0.7 m
2
/V∙s, K0=100 µC/m, 

k1=350 kV/m, k2=190 kV 

 

K12=K11=0.65 m2/V∙s, K0=100 µC/m, 

k1=440 kV/m, k2=150 kV 

 

K12=K11=0.65 m2/V∙s, K0=100 µC/m, 

k1=440 kV/m, k2=150 kV 
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(a) Voltage-time curve positive polarity,  

 
(b) Maximum voltage-time curve positive polarity 

 
(c) Voltage-time curve negative polarity 

 
(d) Maximum voltage-time curve negative polarity 

Fig. 12  Comparison of V-t-curve measurements and 

simulation for 2000 kV impulse generator with K12K11 

 

In Fig. 11 a reasonable fit for the measured positive 

and negative V-t-curve is found for the LPM parameter set 

with K12=K11, respectively. In the described iterative process 

to find a parameter set, which fits both the V-t-curve as well 

as the Vmax-t-curve a state is reached, where variations in the 

parameter set either lead to a better fit of the V-t-curve or 

Vmax-t-curve, but not both. The corresponding parameter set 

results in the curve fitting in Fig. 11.  

To investigate if the fit to the measured V-t- and 

Vmax-t-curve can be improved, the variable K12K11 is taken 

into consideration in the simulations and the previously 

described procedure repeated. In Fig. 12 the results of the 

curve-fitting procedure are plotted for both positive and 

negative polarity. 

5. Summary and Conclusion 

In this paper laboratory flashover tests on a cap-and-

pin glass insulator string with arcing horns are conducted 

with a various number of discs to determine the 50% 

flashover voltage and the associated volt-time (V-t) curves. 

A comparison of the measured V-t-curves with generated V-

t-curves from an implementation of the impulse generator 

and physical leader-progression model in EMT using 

standard parameters for an air gap show large differences. 

Since only the voltage plots are available for an 

adjustment of the LPM’s parameters to fit the measured V-t-

curves, a curve-fitting procedure, taking also the maximum 

voltage-breakdown time curve into account was applied. 

The determined LPM parameters are in the same range as 

published results for porcelain insulators without arcing 

horns. Although a reasonable fit for both the breakdown 

voltage-time-curve and maximum voltage-time-curve can be 

found, deviations from the measured curves still exist. The 

main problem of curve-fitting is that no definite criterion for 

the breakdown can be determined. The dV/dt-criterion used 

may be the best option to determine the breakdown time, but 

due to the pre-discharge current, where no fast cut-off of 

voltage in the plots exists, the determination of breakdown 

voltage leaves some degree of freedom. Furthermore, 

inductive effects during the breakdown process and the 

electric arc itself cannot be modelled in detail, which adds 

some further inaccuracy to the determination of the LPM 

parameters, when velocity and current measurement during 

the breakdown process are not available. However, as 

reported in [6], [7], [17] short-tail waveshapes as 

encountered during a lightning strike at the insulator with 

arcing horns have higher breakdown voltage than the 

1.2/50µs waveshape, applied in this work, which adds a 

safety margin and enables the application of the determined 

LPM parameters on a worst-case basis. Although 

breakdown experiments are conducted only for arcing horn 

lengths up to 1.70 m, the equidistant shift of the V-t-curves 

in dependency of the number of insulator discs, justifies the 

LPM parameter usage for longer arcing horn length. 
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